
 
City of Las Vegas Code and Interpretation 

 

AMEND:  23              DATE: December 19, 2008_ 
 

 
  

CODE: 2006 IBC   2005 NEC  Local Amendments  
 
  2006 IRC   2006 UMC  POOL CODE  
 
  2006 IECC  2006 UPC  MISC.   Admin Code 
 
 
CODE SECTION:   NEC 700.12 (B) (3)                                                               

 
TOPIC:   Require onsite fuels for secondary supply for emergency generators                                                                          

 
PURPOSE/REASON:   Fire code section 5.1.2 requires level 1 EPSS Class X for 

seismic design category C, D, E, or F. Las Vegas Valley is listed as category D 

or for classification of C with alternate determination of seismic design category.                                                                                                                                                                                

 

INTERPRETATION:   Enforce section 700.12 of the NEC as written for 

emergency power supply systems without any exceptions based on the Fire 

Code and our seismic classification. 

 

 

 

Approved:  Chris Knight, CBO  


